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Miisteri Adi ve Adresi
Client Name & Adress

Cesa Teknoloji elektronik insaat san. ve Tic. Ltd. Sti
I Turgut Reis Mh. Fatih Bulvan No:392 Sultanbeyli/ISTANBUL

Numune Tanimi
Sample Description

CSPL LED BACKUP MODULE / CSNC-23 3,6V 2200MA BATARYA

Marka / Tip / Seri No

CESA TEKNOLOJI / CSPL LED BACKUP MODULE / CSNC-23 3,6V 2200MA BATTERY

Sample Acceptance Date

Brand / Type / Serial Number

Talep/Kabul No

Demand-Accept No 107.03.2018
Numune Kabul Tarihi 07.03.2018

Deney Tarihleri
Test Date(s)

- 07.03.2018 - 08.03.2018

Rapor Sayfa Sayisi

Num. Of Pages Of The Report i

Deney Standartlar

Test Standard(s) | Uygulanan deneylerin standardi yoktur. There is no standard for the applied tests.
Aciklamalar - Bu rapor, yalnizca deneyleri yapilan numune-ler igin gecerlidir.
Remarks The test results presented in this report relate only to the object tested.
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1. Deneye Tabi Tutulan Numunelerin Ozellikleri Sample Descrition:
No .\r;\dl Tipi AKkim Gerilim Frekans Ubnt Batarya
Name Type Current Voliage frequency Battery
CSPL LED CBiPéKIIJEPD 3,6V
1 BACKUP - 220V 50-60 Hz 3-200 Vdc 2200 mA
MODULE MAX :
MODULE Ni-Cd
11VA
2. Ortam Sartlan: Ortam Sicakligi Ortam Nemi Atmosfer Basinci Su Sicakhgi
Atmospheric Conditions Ambient temperature Ambient humidity Atmospheric pressure Water temperature
- (°C) (rH %) (mbar) (°C)
Deney Oncesi -
Before the Test 23 38 753.8
Deney Sonrasi -
After the Test 23,3 38 4
3. Deneylere Katilanlar Test Participants:
No Adi Soyadi Name and Surname | Gérevi Title Firmasi Company
1 Hiisnii CAM Laboratuvar Teknikeri Pelsan Aydinlatma San. Tic. A.S.
2

4.Uygulanan Deneyler ve Alinan Sonuglar appiied Tests and Resutts:

4.1.2 Deney Parametreleri ve Diizenegi Test Parameters and Apparatus:

Deneyde kullanilan yiik / Load used in the test : Pelsan Mioled 36W 60x60 Panel

4.1. Deney Adi Test Name: Acil modda calisma siresinin Belirlenmesi / Working time in emergency mode

4.1.1 Deney Standardi standants : Uygulanan deneylerin standardi yoktur. There is no standard for the applied tests.

Test Cihazlan Kalibrasyon Tarihi Kalibrasyon Bitis Tarihi
Test equipment . Date of Calibration Calibration End Date

DE-LA-091 DIJITAL

KRONOMETRE 10.09.2014 09.09.2019
DE-LA-066.1 Akilli AC Giig

Kaynagi-2 07.08.2017 06.08.2018
Intelligent AC Power Source-2 |

4.1.3 Deney Sonucu Test Result :

Sarj siiresi
Charging Time

24 Saat / Hours

Desarj Siiresi
discharging Time

280 Dakika / Minute
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4.2 Deney Numunesi ve Diizeneginin Fotograflar sample and Photos of testing apparatus:
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4.3 Deney sonucu Test Result:

Cesa Teknoloji elektronik insaat San. ve Tic. Ltd. Sti tarafindan laboratuvarimiza génderilen, acil modda
calisma siiresi testi talep edilen CSPL LED BACKUP MODULE MAX 11VA isimli acil aydinlatma iinitesinin
deneyleri yapilmis olup, numunenin sonuglarn yukanda verilmistir.

CSPL LED BACKUP MODULE MAX 11V has been sent to our laboratory and asked the test of the emergency mode of operation from Cesa
Teknoloji elektronik insaat San. ve Tic. Ltd. Sti.

It has been tested and the results of the sample are given above.

Bu rapor, Laboratuvarimizin yazili izni olmadan kismen kopyalanip ¢ogaltilamaz. Imzasiz ve mihiirsiiz raporlar gegersizdir. y
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